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Error Messages
These alternate with the normal run mode display. 
They will be prioritised and will be latched when 
they occur.
Pressing the 'OK' button will cancel  the displayed 
alarm and allow the next one to be viewed.
A continuous alarm will re-occur on  the display 
2 seconds after it has been cancelled.
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