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High temperature extension kits 

Installation Instructions
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The extension kit is to be used on applications 
above 130 °C to up to 240 °C. There are two kit 
options of up to 180 °C and another for up to 240 °C

1. Unscrew the actuator mounting plate screws 
for pillars.

2. Screw the extension pillars into actuator pillars 
and tighten to 12 Nm.

3. Screw the actuator mounting plate screws into 
pillars and tighten to 25 Nm.

4. Mount the coupling extension into the actuator 
coupling until it snaps closed.
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